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FIRST FLOOR PLAN

FIRE ALARM CONTROL PANEL

FIRE ALARM RADIO MASTERBOX

KEY BOX

SMOKE DETECTOR, PHOTO TYPE UNO
"D" DENOTES DUCT TYPE DETECTOR

HEAT DETECTOR, 135" UNO

MANUAL PULL STATION

CONTROL MODULE

MONITOR MODULE
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AUDIO—STROBE UNIT
STROBE UNIT
REMOTE TEST STATION

REMOTE ALARM INDICATOR

REFER TO DRAWING E1 FOR LEGEND AND GENERAL NOTES.
IB_;)SCEA;;EN?A'ITERIES AND AUXILIARY CABINETS REQUIRED FOR FA SYSTEM IN
PROVIDE éMOKE DETECTOR AT ALL CONTROL EQUIPMENT.

SMOKE DETECTORS LOCATED IN LOCKED CLOSETS OR ROOMS SHALL BE
PROVIDED WITH REMOTE LED INDICATOR.
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SPRINKLER TAMPER SWITCH (BY FP CONT.)

SPRINKLER FLOW SWITCH (BY

FP CONT.)

SPRINKLER PRESSURE SWITCH (BY FP CONT.)
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