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36"x12” TO 14"g
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147¢ X 24" UNIT—/

ESF—1 NOTE:

ALL JOINTS AND SEAMS WELDED

ELEVATION DETAIL

NOT TO SCALE

UNIT NUMBER ESF—1
SERVICE ELEVATOR SHAFT VENT.
MANUFACTURER TJERLUND
i MODEL # IL (FOR 14"g)
| CFM. 1270 ﬂ
g STATIC PRESS. (IN wG) 0.159"
FAN RPM 1725
FAN BHP -
g TYPE oDP
I H.P. 1/3
0
R | MOTOR R.P.M 1725
& VOLTAGE /PHASE 115V — 1¢
s TYPE -
:
| starter  |NEMA size -
R CONTROL FIRE ALARM & T'STAT(7)
E AUX. CONTACTS
R @06 ]

SHAFT EXCEEDS SETPO

@FAN SHALL ACTIVATE & DAMPER SHA

F)

LL OPEN UPON THE ACTI
ALARM OR IF COOLING THERMOSTAT IN ELEVATOR MACHINE RO\QJIOS‘R OAF'-F Fl‘(l)i %T—‘E

PINT (INITIALLY SET FOR 90r

@ PROVIDE 2—HR INSULATION FOR FAN HOUSING IF WITHIN 18" OF COMBUSTIBLES.

FAN SHALL BE ON EMERGENCY POW
PROVIDE DISCONNECT SWITCH & RELiBr'.

SKH-18 |SCALE: NONE

| DATE: 10725/10

| ARCHITECT:
KANG ASSOCIATES, INC.
1 SUDBURY, MA

WESTFORD TOWN HALL
ADDITION & RENOVATIONS

55 MAIN STREET
WESTFORD, MA

ELEVATOR
FAN ELEVATION
& SCHEDULE

@s&m ENGINEERING CORPORATION

30 Faith Ave.Auburn, MA 01501
508-832-3535 fax 508-832-3393

w‘\’_\’_\
FAN COIL SCHEDULE “‘\H\.\
{( X\ GRILLE SCHEDULE
UNIT NUMBER (| FC—3 (ALTERNATE) 5 KEY J re-4
SERVICE ! SEE_PLANS , MANUFACTURER ( | PRICE
MANUFACTURER ¢ FIRST COMPANY é NGBl } 20
MODEL NUMBER ( BNM—3HW T Q YOwTY
A 790
AT i ; MODULE SIZE (| -
g E.S.P. (in. w.g.) = o } e
VOLTS — PH - Hz ( 120V—18—50Hz ,
o ¢ 175 FINISH (| see noTE 4
MIN. OA CFM ( 75 THROW PATTERN (| SEE PLANS
B TEMP. ENTERING  § 63.44 DAMPER 0BD
Al Oaa TEMP. LEAVING > 108 NOTES N
T HEATING CAP. (MBH) ( 26.5 g
N
81 water TEMP. ENTERING § 140
c | DATA WATER FLOW RATE (GPM)| 3
0 PRESSURE DROP (FT) ( 1.13
. ROWS ¢ 3 ROW
TEMP. ENTERING ! 76.13/63.59
8 TEMP. LEAVING (] 56,1,/55,1
o AR COOLING CAP. (MBH) 20.15
| |_DATA ’ (). 1
A ROWS { 4
/| 6| WATER | WATER FLOW RATE (GPM) b 4 é
c | DATA PRESSURE DROP (FT) [( 5.46
o}
|
L (
MATERIAL TUBES/FINS | Y ALUMINUM/COPPER

—

W g i "N

. PROVIDE NEMA 1 DISCONNECT SWITCH A rrnnnn’

2. PROVIDE FOUR (4) SPARE SETS OF FILTERS, IN ADDITION TC
THOSE SUPPLIED IN THE UNIT

3. PROVIDE SPRING VIBRATION ISOLATING HANGERS

4. HOT WATER COIL SIZED FOR 140°F ENTERING AND 120°F LEAVING
WATER TEMPERATURES & 35% PROPYLENE GLYCOL,

5. CHILLED WATER COIL SIZED FOR 44°F ENTERING AND 56°F LEAVING
WATER TEMPERATURES & 35% PROPYLENE GLYCOL,

6. PROVIDE CONTROL INTERFACE

EDH—1

(ALTERNATE)

INDEECO MODEL#{ QUA—12x12: V.5 KW @ 208 VOLT — 3¢: PROPORTIONAL HEATING
#~CONTROL OPTION K SHALL INCLUDE

INCLUDE CONTROL

THE FOLLOWING; DISC TYPE AUTOMATIC AND MANUAL RESET
THERMAL CUTOUTS, DIFFERENTIAL PRESSURE AIRFLOW SWITCH,
DE—ENERGIZING MAGNETIC CONTACTORS, FUSES, CONTROL CIRCUIT
TRANSFORMER W/ 24 VOLT SECONDARY, BUILT—IN SNAP ACTING

DISCONNECT SWITCH WITH DOOR INTERLOCK. ALSO PROVIDE WALL MOUNTED LOW

VOLTAGE PROPORTIONAL CONTROL THERMOSTAT IN LOCKING COVER.

SKH~2 [SCALE: NO SCALE

IDATE: 9/14/09

GRILLE SCHEDULE m
KEY A RG-5
MANUFACTURER? PRICE
MODEL T 70
NECK SIZE 16"x10" )
MODULE sizE | — ‘('\
BORDER } TYPE 1 }
FINISH SEE NOTE 4 j
THROW PATTERN ¢| SEE PLANS : ¢
DAMPER 0BD { [l
NOTES N S D—z =
| o)
: :
} SD=3
| 200
[ e F——1 {T
: SKH-3 ISCALE: 1/8“=1'-0 |DATE: 9/14/09
- WESTFORD TOWN HALL
- FAES%%OIATES, nc. | ADDITION & RENOVATIONs | PARTIAL SECOND @i svomeerns comansron
55 MAIN STREET HVAC PLAN 30 Felth Ave.Aatem, MA 01301
SUDBURY, MA WESTFORD, MA 508-832-3535 fax 508-832-3303

) WESTFORD TOWN HALL

“[RCHITECT: ADDITION & RENOVATIONS | FIVAC SCHEDULES Rgmm. . @ comonsnon
KANG ASSOGIATES, INC. 55 MAIN STREET S 30 Fatth Ave Aubum, MA 01501
SUDBURY, MA WESTFORD, MA ALT. #1 508-832-3535 fax 508-832-3393




