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1.

2.

GENERAL DEMOLITION NOTES

DEMOLITION DRAWINGS ARE DIAGRAMMATIC IN NATURE AND ARE PROVIDED TO CONVEY THE
DEMOLITION INTENT REQUIRED TO SATISFY THE COMPLETED SCOPE OF WORK FOR THE
PROJECT. THESE DRAWINGS MAY NOT SHOW ALL AREAS, ELEMENTS, SIZES OR QUANTITIES OF
EQUIPMENT TO BE REMOVED. THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS AND
PROJECT DRAWINGS PRIOR TO THE START OF DEMOLITION OR REMOVALS FOR COORDINATION
WITH THE INTENT OF HTE COMPLETED WORK. ADDITIONAL REMOVALS AND/OR REPLACEMENT IN
KIND OF ELEMENTS OR EQUIPMENT MAY BE REQUIRED TO ACCOMODATE THE COMPLETED
PROJECT AND ALL SUCH WORK SHALL BE INCLUDED AS PART OF THE CONTRACT.

THROUGHOUT THE PROJECT COORDINATE WITH AND ALLOW FOR OWNER REMOVAL OF
LOOSE FURNITURE, EQUIPMENT, AND OTHER SALVAGE ITEMS PRIOR TO THE START OF
ABATEMENT OR DEMOLITION.

3.

REFER TO PROJECT PHASING DRAWINGS FOR TEMPORARY WORK OR ITEMS
DEMOLISHED AS PART OF OTHER PHASES OF THE PROJECT.

4.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE SECURITY, AND PROTECTION
FROM DAMAGE AND WEATHER, OF ANY EXISTING BUILDING COMPONENTS WHICH ARE
EXPOSED AS A RESULT OF DEMOLITION OR REMOVALS

5. COORDINATE DEMOLITION AND REMOVAL WITH HAZARDOUS MATERIALS
REPORT. REFER TO DIVISION 2 OF THE PROJECT MANUAL.

6. EXISTING PLUMBING, MECHANICAL, AND ELECTRICAL EQUIPMENT, DEVICES, OR SYSTEM
COMPONENTS SHALL BE REMOVED UNLESS SPECIFICALLY NOTED OTHERWISE IN AREAS
OF SELECTIVE OR GENERAL DEMOLITION. TRADE CONTRACTOR SHALL CUT, CAP, AND
MAKE SAFE ALL SUCH EQUIPMENT FOR REMOVAL BY THE GENERAL CONTRACTOR. ANY
EQUIPMENT, DEVICES, OR SYSTEM COMPONENTS THAT ARE NOT ACCESSIBLE OR MADE
ACCESSIBLE SHALL BE DISCONNECTED, CUT, CAPPED, AND MADE SAFE BY THE TRADE
CONTRACTORS AND ABANDONDED IN PLACE EXECPT WHERE SUCH ABANDONMENT IS
SPECIFICALLY PROHIBITED BY CODE. REFER TO MECHANICAL, PLUMBING, ELECTRICAL,
AND TECHNOLOGY/COMMUNICATIONS DRAWINGS. REFER ALSO TO THE FILED SUB-BID
SUMMARIES AND DEMOLITION SECTIONS OF THE PROJECT MANUAL. ADDITIONAL
DEMOLITION WORK NOT SHOWN ON THESE DRAWINGS MAY BE REQUIRED TO SATISFY
THE DESIGN INTENT AND SHALL BE INCLUDED AS PART OF THE CONTRACT.

7. IN AREAS NOTED INDICATING SELECTIVE DEMOLITION OF PARTITIONS REMOVE
EQUIPMENT AND FIXTURES INCLUDING BUT NOT LIMITED TO FLOOR AND WALL STOPS,
FIRE EXTINGUISHERS AND CABINETS, WALL HOOKS, DISPLAY CASES,
MARKER/TACK/CHALK BOARDS AND OTHER WALL MOUNTED AND RECESSED
SPECIALTIES AND SUPPORT BRACKETS.

8. REMOVE CEILINGS AND ASSOCIATED FRAMING OR SUPPORTING STRUCTURE AS
SPECIFICALLY NOTED. NOTE CEILINGS GENERALLY ARE NOT SHOWN ON DEMOLITION
DRAWINGS UNLESS SPECIFICALLY SHOWN.

9. AT AREAS NOTED FOR REMOVAL OF FLOOR FINISH, REMOVE FLOOR COVERINGS AMD
ADHESIVES TO SLABS, TOPPINGS, MATS, FRAMES AT RECESSED PORTIONS OF
EXISTING SLABS, STEPS, AND RAMPS.

10. EXISTING WINDOWS TO REMAIN UNLESS SPECIFICALLY NOTED FOR REMOVAL

11. EXISTING BUILDING OR SITE ELEMENTS NOT SCHEDULED FOR WORK WHICH ARE DAMAGED SHALL
BE REPLACED OR RESTORED TO ORIGINAL CONDITIONS WITH MATERIALS AND METHODS
APPROVED BY THE ARCHITECT. THE COST OF SUCH REPLACEMENT OR RESTORATION SHALL BE
THE RESPONSIBILITY OF THE CONTRACTOR.

PATCHING:  AFTER REMOVAL OF BUILDING COMPONENTS AS INDICATED, PATCH AND PREPARE
THE REMAINING EXISTING EXPOSED SURFACES TO RECEIVE NEW WORK AND FINISH

WHERE NEW CONSTRUCTION EITHER INFILLS OR ABUTS EXISTING CONSTRUCTION, THE
FINISHED FACES SHALL ALIGN, AND THE SURFACES SHALL BE FINISHED TO MATCH

AFTER REMOVAL OF BUILDING COMPONENTS, ANY RESULTING HOLES SHALL BE PATCHED.
MAINTAIN EXISTING FIRE- OR SMOKE-RATINGS AS INDICATED.  SUCH PATCHES SHALL BE
FLUSH WITH ADJACENT SURFACES AND FINISHED TO MATCH

THE CONTRACTOR MAY REPLACE SALVAGED ITEMS WITH NEW AND IDENTICAL MATERIALS
ONLY WITH THE ARCHITECT'S PRIOR APPROVAL

DAMAGES:  EXISTING BUILDING OR SITE COMPONENTS, NOT SCHEDULED FOR WORK, WHICH ARE
DAMAGED SHALL BE REPLACED OR RESTORED TO ORIGINAL CONDITION BY METHODS APPROVED
BY THE ARCHITECT. COSTS TO REPAIR DAMAGES SHALL BE THE RESPONSIBILITY OF THE
CONTRACTOR.

GENERAL PATCHING
AND REPAIRING NOTES

REMOVE FLOOR SLABS AS INDICATED AND AS NECESSARY TO COMPLETE UNDERSLAB
WORK. REFER TO PLUMBING AND CIVIL DOCUMENTS FOR ADDITIONAL INFORMATION

1.

2.

3.

4.

5.

6.

7. REFER TO MEP DRAWINGS FOR MECHANICAL DEMOLITION.
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 1/8" = 1'-0"2
LEVEL 1 - DEMOLITION PLAN

GENERAL DEMOLITION KEYNOTE LEGEND

NUMBER Keynote Text

1-0 IMMEDIATELY FOLLOWING NOTICE TO PROCEED THE GC SHALL BEGIN SELECTIVE
EXTERIOR SIDING DEMOLITION.

1-2 AT SUBSTANTIAL COMPLETION OF PHASE 1, TRANSACTION WINDOW TO BE MOVED TO
NEW LOCATION.

1-3 CONTINGENT ON THE COMPLETION OF THE RENOVATIONS, DISPATCH WILL MOVE
OVER TO THE NEW DESIGNATED SPACE.

2-0 IMMEDIATELY FOLLOWING PHASE 1 COMPLETION, DEMOLITION MAY START OF THE
EXISTING DISPATCH CENTER.

07 REMOVE FLOORING TO EXISTING SLAB, PROTECT EXISTING WALL SURFACES AS
NECESSARY TO AVOID DISRTURBANCE OF FINISHES AND FIXTURES.

42 REMOVE EXTERIOR VINYL SIDING AND ½” EXTERIOR GYP ON 3/8” BULLET PROOF
FIBERGLASS WALL UP TO SECOND FLOOR AND SALVAGE FOR REINSTALLATION.

43 REMOVE DOOR (SALVAGE FOR OWNERS RE-USE)

44 REMOVE MOTORIZED PROJECTION SCREEN AND CONTROLS AND SURROUNDING
MILLWORK. (SALVAGE FOR OWNERS RE-USE)

45 REMOVE AND RELOCATE EXISTING TROPHY CABINET. SEE FLOOR PLANS FOR MORE
INFORMATION.

46 REMOVE AND RELOCATE MAIN DESK AND BULLETPROOF SERVICE WINDOW. SEE
FLOOR PLANS FOR MORE INFORMATION.

47 REMOVE LOBBY SIDE GWB AND ALL ADJACENT MILLWORK. PROTECT ALL ADJACENT
WALLS AND FINISHES. PREP STUDS FOR NEW BULLET PROOFING WALL SYSTEM.

48 REMOVE PARTITION SALVAGING METAL STUDS FOR REUSE. PREP STUD WALL FOR
NEW BULLET PROOFING WALL SYSTEM AND REINSTALLATION.

REVISION: Date:

 1/8" = 1'-0"1
LEVEL 1 - PHASING DRAWING

PHASING NOTE LEGEND

Key Value Keynote Text

1-0 IMMEDIATELY FOLLOWING NOTICE TO PROCEED THE GC SHALL BEGIN SELECTIVE
EXTERIOR SIDING DEMOLITION.

1-2 AT SUBSTANTIAL COMPLETION OF PHASE 1, TRANSACTION WINDOW TO BE MOVED
TO NEW LOCATION.

1-3 CONTINGENT ON THE COMPLETION OF THE RENOVATIONS, DISPATCH WILL MOVE
OVER TO THE NEW DESIGNATED SPACE.

2-0 IMMEDIATELY FOLLOWING PHASE 1 COMPLETION, DEMOLITION MAY START OF
THE EXISTING DISPATCH CENTER.
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NEW  EXTERIOR BULLET PROOF
FIBERGLASS WALL BOARD UP TO THE
UNDERSIDE OF EAVE.

NEW  EXTERIOR BULLET PROOF
FIBERGLASS WALL BOARD UP
TO THE UNDERSIDE OF EAVE.

REINSTALLED PARTITION WITH NEW BULLET
PROOFING FIBERGLASS WALL BOARD AND
NEW GYP LAYER

RELOCATED WORK
STATIONS FROM PHASE
2. COORDINATE WITH
OWNER

NEW WORK STATIONS TO
BE COORDINATED WITH
OWNER

NEW INTERIOR
BULLET RESISTANT
GLAZING SYSTEM.
EXISTING WINDOWS
TO REMAIN

NEW INTERIOR
BULLET RESISTANT
GLAZING SYSTEM.
EXISTING WINDOWS
TO REMAIN

GLAZING TO
START  3'-0" AFF

NEW INTERIOR BULLET
RESISTANT GLAZING
SYSTEM. EXISTING
WINDOWS TO REMAIN

NEW BULLET RESISTANT DOOR AND
DOOR FRAME

LIMIT OF WORK

LIMIT OF WORK

PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).

6. ALL BALLISTIC MATERIALS TO MEET THREAT LEVEL 4 REQUIRMENTS.
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LIMIT OF WORK
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NEW WALL MOUNTED
MONITORS

CEILING GENERAL NOTES
TYPICAL SOFFIT FRAMING AND CEILING DETAILS APPLICABLE TO THE PROJECT ARE LOCATED AT SHEET A2.50.
TYPICAL DETAIL CONDITIONS COMMON THROUGHOUT THE PROJECT ARE NOT SPECIFICALLY IDENTIFIED AT
EVERY LOCATION, BUT SHALL BE APPLICABLE AS READILY INTERPRETED FROM THE CONFIGURATIONS INDICATED.

CEILING HEIGHTS INDICATED ON THESE PLANS ARE EXPRESSED ABOVE MAIN FINISHED FLOOR LEVEL DATUM TO
UNDERSIDE OF GWB FINISH OR GRID TEE.  WHERE ROOMS INCLUDE RAISED FLOOR AREAS OR RAMPS, THE
CEILING HEIGHT EXPRESSED IS FROM MAIN FINISHED FLOOR LEVEL DATUM.

ALL CEILINGS SHALL BE INSTALLED 10'-0" AFF UNLESS SPECIFICALLY INDICATED AS OTHERWISE.

DIMENSIONS ON CEILING PLANS LOCATING SOFFIT EDGES IN PLAN ARE INDICATED TO FACE OF GWB FINISH.

WHERE SOFFITS ARE SHOWN TO ALIGN WITH ADJACENT PARTITIONS, THE FACES OF FINISH SHALL BE IN
ALIGNMENT. COORDINATE FRAMING POSITION WITH LAYERS AND THICKNESS OF FINISHES.

UNLESS SPECIFICALLY INDICATED OTHERWISE, ACOUSTIC CEILING PANELS AT ENCLOSED SPACES SHALL BE ACP-
1 (SHOWN 2' X 4') OR ACP-1A (SHOWN 2' X 2')

UNLESS SPECIFICALLY INDICATED AS OTHERWISE, ALL ACOUSTIC CEILING PANELS AT CORRIDORS AND
CIRCULATION AREAS SHALL BE ACP-2 (SHOWN 2' X 4') OR ACP-2A (SHOWN2' X 2').

ALL GWB CEILING AND SOFFIT CONSTRUCTION SHALL BE GWB-2 MATERIAL. SEE AG0.02 FOR SCHEDULE OF GWB
TYPES.

ALL GWB SOFFIT AREAS SHALL BE PAINTED. UNLESS SPECIFICALLY INDICATED, COLOR SHALL BE PT-1.

AT AREAS OF EXPOSED STRUCTURE IN FINISHED SPACES SUCH AS GYMNASIUMS, AUDITORIUMS, AND ABOVE
“FLOATING” OR “CLOUD” CEILINGS, ALL EXPOSED DECK AND STRUCTURAL FRAMING (INCLUDING FIREPROOFING
WHERE APPLICABLE), DUCTWORK, PIPING, CONDUITS, JUNCTION BOXES, MECHANICAL EQUIPMENT, AND OTHER
BUILDING UTILITY EQUIPMENT SHALL BE PAINTED UNLESS INDICATED AS OTHERWISE.  PAINT ITEMS PRIOR TO
APPLICATION OF IDENTIFICATION REQUIRED BY FIRE PROTECTION, PLUMBING, HVAC, AND ELECTRICAL
SECTIONS. UNLESS SPECIFICALLY INDICATED AS OTHERWISE, COLOR SHALL BE AS INDICATED ON CEILING PLANS.

AT AREAS OF EXPOSED STRUCTURE IN UTILITY-TYPE SPACES INCLUDING (BUT NOT LIMITED TO) ELECTRICAL
CLOSETS, JANITOR CLOSETS, MECHANICAL ROOMS, BOILER ROOMS, AND RECEIVING AREAS, ALL EXPOSED DECK
AND STRUCTURAL FRAMING (INCLUDING FIREPROOFING WHERE APPLICABLE), SHALL BE PAINTED UNLESS
INDICATED AS OTHERWISE.  . UNLESS SPECIFICALLY INDICATED AS OTHERWISE, COLOR SHALL BE PT-1.

LOCATIONS OF SPRINKLERS ON THIS CEILING PLAN ARE SHOWN FOR COORDINATION AND ARCHITECTURAL
DESIGN INTENT PURPOSES, AND MAY INDICATE ADDITIONAL SPRINKLERS THAT ARE NOT INDICATED ON THE FIRE
PROTECTION DRAWINGS OR ARE NOT REQUIRED BY CODE. IN SUCH CASES THE ADDITIONAL SPRINKLER HEADS
ARE REQUIRED FOR AESTHETIC PURPOSES, AND THE CONTRACTOR SHALL PROVIDE THE SPRINKLERS SHOWN
UNLESS CODE-RELATED REQUIREMENTS PROHIBIT THE LOCATIONS INDICATED.  THE CONTRACTOR SHALL
PROVIDE THE GREATER QUANTITY OF SPRINKLERS SHOWN ON EITHER THE FIRE PROTECTION OR
ARCHITECTURAL CEILING PLANS.

LOCATIONS OF DEVICES SUCH AS DIFFUSERS, REGISTERS, SPEAKERS, LIGHTS, ETC. ARE SHOWN FOR
COORDINATION AND ARCHITECTURAL DESIGN INTENT PURPOSES. REFER TO MECHANICAL, ELECTRICAL, AND
COMMUNICATIONS DRAWINGS FOR TYPE DESIGNATIONS OF DEVICES. IN CASE OF DISCREPANCY, THE GREATER
QUANTITY OF FIXTURE SHALL PREVAIL.

ALL SPRINKLER HEADS, DIFFUSERS, SPEAKERS DETECTORS, AND OTHER DEVICES LOCATED IN ACOUSTIC PANEL
CEILINGS THAT DO NOT OCCUPY A FULL ACOUSTIC PANEL SHALL BE LOCATED IN THE CENTER OR QUARTER-
POINT OF CEILING TILE. SEE TYPICAL CEILING DETAILS.

ALL CEILING-MOUNTED DEVICES AND ACCESS DOORS IN GWB CEILINGS SHALL BE INSTALLED TO CENTERLINE OF
ITEM PER DIMENSIONS INDICATED. IF DIMENSIONS ARE NOT PROVIDED, THE CONTRACTOR SHALL INSTALL
DEVICES AT THE APPROXIMATE LOCATIONS SHOWN, AND ARRANGE MULTIPLE DEVICES ON COMMON CENTERLINES
THAT ARE RECTILINEAR WITH CEILING EDGES.  RANDOMLY LOCATED DEVICES AND ACCESS DOORS WILL BE
REJECTED AND SHALL BE REINSTALLED UNTIL ACCEPTED BY THE ARCHITECT.

EXPOSED DUCTWORK IN FINISHED PUBLIC SPACES SHALL BE LOCATED AT THE APPROXIMATE LOCATIONS
INDICATED ON THE CEILING PLANS. COORDINATE LOCATIONS WITH ALL OTHER EQUIPMENT AT THE CEILING,
INCLUDING SPRINKLERS AND FIRE PROTECTION PIPING, LIGHTING AND ELECTRICAL CONDUITS, RAIN WATER
LEADERS, SURFACE MOUNTED OR SUSPENDED EQUIPMENT OR OTHER UTILITIES.

THIS DRAWING DOES NOT DOCUMENT ALL SPRINKLERS THAT MAY BE REQUIRED ABOVE "FLOATING" OR “CLOUD”
CEILING PANEL ASSEMBLIES OR OTHER OBSTRUCTIONS, OR IN EXPOSED CEILING AREAS. THE CONTRACTOR
SHALL REFER TO THE FIRE PROTECTION DRAWINGS, AND PROVIDE ALL NECESSARY SPRINKLERS TO PROVIDE A
FIRE PROTECTION SYSTEM THAT MEETS THE REQUIREMENTS OF NFPA-13 FOR THE GIVEN CONSTRUCTION TYPE.

“FLOATING” OR “CLOUD” CEILINGS NOT CONNECTED TO WALLS SHALL BE SEISMICALLY BRACED TO STRUCTURE
PER BUILDING CODE REQUIREMENTS. REFER TO TYPICAL DETAILS FOR BRACING DETAIL.
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